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Installation Guidelines for Shunts 

1)  It is recommended to use a at copper busbar with 1.55 A/mm2 current density or lower considering application.          

2)  Utilize the full end block surface area of shunt Primary Terminals..

3)  Ensure to maintain the minimum contact resistance between the bus bar & primary terminal of the shunt. 

4)  Bus bar should be adequately rated, cleaned & coated with a thin layer of silicon grease between the contact surfaces.

5)  Bolts and nuts must be carefully tightened.

6)  Sufcient ventilation shall be provided so as to keep manganin rods temperature below 140 deg C.

         Caution : Shunts are not insulated & protection against accidental contact may be necessary in order to comply with
                        Health & Safety regulations.
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